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FACE BRICK VENEER

CONT 3/8"x 1 1/2" SAWCUT BRICK RAGGLE —
AT WALL FLASHING PERIMETER

LEAD OR VINYL WEDGES AT ENDS & 12" OC

CONT SEALANT & BACKER AT RAGGLE ﬁx
CONT PRE-FIN MET GABLE RAKE ——
FLASHING 2" HIGH WALL HEM
CONT PRE-FIN MET COUNTER

11/2"

FLASHING W/BRICK
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DEEP SAWCUT RAGGLE (MIN
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ALK
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FLASHING, WELD SIDE & BOTTOM LAP TO

JOINT & MIN 4" CORNER AE504 \
RETURN - LAP BEHIND "J" TRIM

ABOVE)
WELD COUNTER FLASHING MITER

CONT ICE AND WATER SHIELD WALL &

e e e K ROOF MEMBRANE
CONTINUOUS ICE AND WATER SHIELD WALL
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WELD GABLE RAKE FLASHING MITER

ICE AND WATER SHIELD ROOF MEMBRANE
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SIDEWALL FLASHING @ BRICK

B1

3" 10"

CONT BRAKE-FORMED PREFIN MET WALL/ROOF
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CONT PRE-FIN METAL COUNTER
FLASHING BELOW

CONT PRE-FINISHED MET GABLE
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W/PERIMETER SET IN SEALANT (FLARE
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CONT WELD PRE-FIN MET RAKE
FLASHING MITER W/CONT PREFIN
MET WALL/ROOF FLASHING (V.1.F.)

DOWNSPOUT - CONTINUE ACROSS
ROOF TO LOWER GUTTER
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SHIELD WALL MEMBRANE, WELD
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PREFIN METAL GUTTER

Y

11/2"
DRIP

31/4"

/
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CONT G60 GALV 1 1/2" x 20 GA HAT CHANNELS, 16" OC
W/CONT 1 1/2" TRACK AT ENDS (SHIM TO ROOF SLOPE)
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ROOF SLOPE (SIZE TO PROVIDE FULL FLANGE SUPPORT)

CONT T.S. BEAMS, RE:STRUC

HANGER WIRE AS REQ'D FOR SOFFIT SUPPORT

BRICK BEYOND -

CONT ICE & WATERSHIELD
MEMBRANE
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o SPRAYED CELLULOSE
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CONT ACM ROOF PANEL STIFFNERS PER
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CONT SEALANT & BACKER ROD
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SEALANT)

CONT ICE & WATERSHIELD
MEMBRANE, CONTINUE UP WALL

CONT ACM ROOF PANEL W/MIN MIN =
N

CONT 3/4" TREATED EXT
PLYW'D DECKING (TYP AT L G
ACM CANOPIES)

CONT G60 GALV 1 1/2" x 20 GA —

HAT CHANNELS, 16" OC W/CONT
1 1/2" TRACK AT ENDS (SHIM TO

ROOF SLOPE)

GALV STEEL PLATE SHIMS AT
BEAM CROSSINGS TO SET ROOF
SLOPE (SIZE TO PROVIDE FULL
FLANGE SUPPORT)

CONT T.S. BEAMS, RE:STRUC

¥ GALV STEEL CLIP ANGLES AT EACH FURRING
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11/ AE504 10 1/ =/
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. - — N WATERSHIELD MEMBRANE
PRE-FIN METAL "J" TRIM BEYOND SET SEALANT & BACKER AT RAGGLE ) |G K BEHIND ACM EXP JT GLIPS ‘ SET BEHIND ACM VERT LEG
IN SEALANT (FLARE BOTTOM TO LAP H ) / e CONT S.5. TERMINATION BAR
SEALANT & BACKER AT 3/8" PERIMETER RAGGLE ——— = CORNER TRIM BELOW ) H PROVIDE 2 - 1/8" DIA WEEP | S.
HOLES AT CENTER & ENDS OF 21/2" | ATACMJT W/RECEIVER, RE:A1/AE530
CONT PRE-FIN METAL COUNTER FLASHING BEYOND ——— H PERIMETER AGM PANELS
W/BRICK PERIMETER SET IN 1 1/2" DEEP SAWCUT ELE/QAS%YQELSEE??N %Eggl'(/EEF;
RAGGLE W/SEALANT & BACKER (MIN 4" HIGH TO NEAREST BRAKE FORM CONT PREFIN METAL WALL C C O S G U CONTINUOUS 2" RIGID
BRICK JOINT & MIN 4" CORNER RETURN BEHIND "J" TRIM) —] FLASHING W/BRICK RAGGLE RETURNS AT AIEI - CG TYP A M AN PY I D E AT TTE R INSULATION W/LAPPED RETURN WALL FLASHING
CONT "7 CLEAT SET IN SEALANT W/GASKETED [~ CONT BRAKE-FORMED PREFIN MET TOP & SIDES & BOTTOM HEM RETURNS AT 50 310" EDGES, ANCHOR SECURELY END TO BRICK FACE - TYP
FASTENERS 16"0C, N WALL/ROOF FLASHING BEYOND SLOPING GABLE RAKE & WALL FLASHING - TO WALL PER MANUF PREFIN MET ROOF FLASHING W/MIN
" 2 |
BRAKE FORM CONT LIP AT CUT ENDS, END PANEL _——— GASKETED FASTENERS 12"0C, SET 5 ) EALEUAJII%F?:I\TEIE%VB:FI;ORTEF;{ERMEABLE 6" VERT LEG & ROOF RETURN
RAKE TERMINATION & SEALANTS BY ARCHITECTURAL GABLE RAKE FLASHING RETURN IN 3/4 ’ W/CONT CLEAT SET IN SEALANT
BN CONT DOUBLE SEALANT BEAD 10" CONTINUE TO BEAM FACE BELOW
STANDING SEAM METAL ROOF PANEL MANUFACTURER = g ACM JT CONT ACM ROOF PANEL STIFFNERS
_ = CONT SEALANT CONTINUOUS PRE-FINISHED MET GABLE EXIST CMU, 2' INSUL & BRICK PER MANUF FOR REQ'D ROOF
CONTINUOUS PRE-FINISHED GABLE RAKE - - — (- : :
FLASHING BY ARCHITECTURAL STANDING - = & BACKER ROD A A SHINC: ANCHOR TOR OF WALL \ CONT SLOPING ACM ROOF PANELS & EXP JT RETURNS SAWCUT & BREAKOUT LOADS, RE:STRUC
SEAM METAL ROOF PANEL MANUFACTURER — L N / CONT SLOPING ACM EXP JT W/SEALANT O ey hom A AR S E CONT ACM ROOF PANEL W/MIN 6" VERT
’ WALL LEG (SET TOP IN SEALANT
CONTINUOUS BENT PLATE, COORDINATE w/ - CONTINUOUS ICE AND WATER BACKER ROD & METAL TRACK FRAMING INSTALLATION, RE:STRUC ( )
STRUCTURAL FOR SIZE ) SHIELD ROOF MEMBRANE, CONT FLAT ACM ROOF PANELS 5/8" GWB OVER 6" STUDS —— = - CONT SEALANT & BACKER ROD
EXTEND OVER METAL FASCIA W/SLOPING EXP JT RETURN 16" OC W/CONT TRACK AT CONT ICE & WATERSHIELD
CONTINUQUS CLEAT w/ FASTENERS @ 12"0.c., BEHIND RAKE FLASHING CLEAT
BY ARCHITECTURAL STANDING SEAM METAL CONT HEM RETURN AT SLOPING GABLE = — ENDS e MEMBRANE, CONTINUE UP WALL
ROOF PANEL MANUFACTURER AN RAKE & WALL FLASHING PERIMETER SET CONT ACM ROOF PANEL STIFFNERS PER - =] W = < | EXTERIOR 6" x 18 GA GALV - BEHIND TERMINATION BAR
/ N IN SEALANT W/GASKETED FASTENERS MANUF FOR REQ'D ROOF LOADS, RE:STRUC | < = I METAL STUDS, 16" O.C. W/CONT CONT 3/4" TREATED EXT PLYW'D
COUNTERSINK 5/16" DIA S.S. ANCH BOLTS, R.30. 5 /2" NAIL BASE ROOF INSULATION AT ENDS & 12"0C | M J | < TRACK AT ENDS. INSTALL STUD DECKING (TYP AT ACM CANOPIES)
NUTS, LOCK & PLATE WASHERS 16" OC, ;ﬁ, ’ CONT ICE & WATER SHIELD MEMBRANE AT 3/4" I Sy W2  SUPPORT CLIPS AT EXIST CMU )
STAGGERED HIGH AND LOW THRU SUB-FASCIA AN EXT PLYW'D ROOF DECK & WALL SHEATHING ‘ I - / ) T|Q WALLS TO MEET OR EXCEED SN Se0 OALY | /e &0
AT VERT LEG OF EDGE ANGLE, TYPICAL - 1 1/2" GALV METAL ROOF DECK CONT ICE AND WATER SHIELD WALL 11/2" x 20 GA MET FURRING 16" OC, W/CONT i [ 3 >|& STUD L/360 STIFFNESS RATIO. (SHIM TO ROOF SLOPE)
2 1/2" METAL "C" FRAMING W/END ANCHOR ADHERRED MEMBRANE TO TOP OF WALL I TRACK AT ENDS, ANCH SECURELY TO STRUC — // b @ |
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FLASHING BY SOFFIT PANEL MANUFACTURER, R.30.2 112" NAL BASE FOOF INSULATION, 7 7 Y7 CONT ACM WALL PANEL | / N W/CONT TRACK AT ENDS, ANCH
TYPICAL /1 £ " " . - SECURELY TO STRUC
7 11/2" x 20 GA MET FURRING 16" OC, W/CONT /] C e
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